LOVE OIL CO.

M. P. O, BOX 308
SPRINGFIELD, MO. 65801

LOVE OIL CO.

U. S. HIGHWAY 65 & 3rp
BRANSON. MO. 65616

PHONE B6B-0786 PHONE 334-3001

February 8, 1985

FEB 11 1985

Mr. Gene Pabst

Water Pollution Control Inspector ITI
Surveillance and Enforcement

City of Springfield

Department of Public Works

830 Boonville Ave

Springfield, Missouri 65801

Dear Mr. Pabst:

We are in receipt of your certified letter number P04 9037053 dated Feb. 1, 1985

regarding the gasoline spillage and the costs of your department for the services
involwved.

I have forwarded this letter to our insurance company, Federated Mututal. I am
sure that you will be contacted by them in the very near future.

Yours truly,
LOVE OIL CO.

g\jv.,f_,

Tommy "G. Love
President

aej
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CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF______ FILE . DATE 4385

DEPARTMENT..

On April 2, 1985 I received a call from Charlene Chandler that John Skinner, an

agent for Federated Insurance Company, paid the full amount (Field draft #500841)

due the City for the spill event that was discovered on January 12, 1985.

(}/ 4, (/z, il

SIGNED ______EKaren Chandler

2,60~ 3300 S . CrrmpBezc



CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF._ FILE DATE 1-31-85

DEPARTMENT.

Re: Gasoline in the City Sanitary Sewer from McGee St. to South of Broadmoor on South Campbell

1-12-85

(12:00 - 9:00 P.M., 27 mi., Vehicie No. 3045) (Gene)
I received a page from the Fire Department, at approximately 11:50 A.M., stating
that South Haven Baptist Church, 2353 S. Campbell, was having a problem with strong

gasoline fumes in their building. Upon arriving at the Church at 12:15 P.M. I met
Fire Marshal Gary Gourley and he told me that he was getting a 100% LEL on his ex-
plosion meter in the church's furnace rooms. Gary also said that he told the

church caretaker to put water in the floor drains of the furnace rooms because they
had apparently dried out. At this point I immediately went to the Apco Service
Station at the intersection of Campbell Ave. and Broadmoor St. to see if they had
noticed any leoss of product. The station manager stated that they had just replaced
all the lines and had their tanks fiberglassed 8 months ago and he didn't really
think they had a problem. He said that he would call his supervisor and talk to
him.

At approximately 1:00 P.M. I went to the Water Pollution Control office to get a
City vehicle and the explosion meter. I also loaded up barricades and several sec-—
tions of fire hose. I contacted Wayne Latimer, Supervisor of Sewer Maintenance,
to have him call out a maintenance crew to run the flusher. I returned to the area
at 1:30 P.M. and immediately started to check for gasoline in the sanitary sewer.
The sanitary sewer runs parallel to Campbell Ave. on the west side of the street,
starting at McGee St. and flowing south to the Socuth Creek Trunk Line. I checked
the following MH's and found 100% LEL in each MH: Wye Map W-10 MH's #22, #21, #20,
Wye Map V-10 MH's #23, #20, #16, #15 and #l4. No reading was obtained in MH #72,
Wye Map U-10.

At approximately 2:00 P.M. the sewer maintenance crew arrived with the flusgher truck.
After discussing the problemwith the maintenance crew, we decided that we would
be better off to ventilate the sewer by opening the manhole covers and adding more
flow. At this time we opened MH #22 and #20 on Wye Map W-10. We then opened MH
#23 on Wye Map V-10. Then we proceeded to the intersection of McGee and Campbell.
At that point we opened MH #14, Wye Map V-10 and began adding extra flow to the
gewer line by laying 1 section of fire hose and adding water at a2 rate of 245 gal-
lons/minute. (2:30 P.M.)

I contacted Mr. Keith White, Manager of the Fina Station at McGee and Campbell,
to tell him about the problem and see if he had noticed a loss of product. Mr.
White informed me that they had filled their tanks for the first time Wednesday.
The station has been empty for several years. He also stated that they have only

been open for a couple of days. While I was there one of the station employees
said that she had noticed a gascline odor in the women's bathroom. I received a
20% LEL reading when I checked the women's restroom at the floor drain. I told
Mr. White to put some water down the floor drain. I obtained a 0% LEL reading in
the men's bathroom. While talkingto Mr. White we noticed a strong gasoline odor
in the main portion of the Fina Station. After doing some checking I found that

the odor was coming from a drain that the soft drink machine was tributary to.
I was obtaining readings from 0% LEL to 100% LEL. The reason for the strange read-

SIGNED

200 — 5460 S. ComiBeze
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CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF FILE DATE 1-31-85

DEPARTMENT

ings was due to the fact that the soft drink drain is connected to a sewer vent
line. Mr. White wanted to know about turning the heat off and if I thought it would
cause an explosion. I told him that I would call a Fire Marshal and let him deter-
mine if there was a need to turn off the heat. I contacted the Fire Dept. dispatcher
and asked him to send out Fire Marshal Gourley.

While waiting for the Fire Marshal Mr. White called his Supervisor, Jo Henson (Area
Supervisor for Love 0il Co.), and informed her of the problem with gasoline in the
sanitary sewer. She gaid that they would do whatever was necessary, even close
down.

When Fire Marshal Gourley arrived he advised Mr. White to close down the station
(3:00 P.M.). At this point I again returned to the City Service Center to pick
up more barricades. When I returned to McGee St. at Campbell Ave. I checked MH
#1 Wye Map V-9 and obtained 100% LEL. At that point I opened the manhole and put
out a barricade. I again returned to the Fina Station and found the owner, Mike
Love of Love 0il Cec. there (4:15 P.M.). Mr. Love was very cooperative and said
that he had already contacted Mr. Joe Montgomery, Montgomery Metal Craft, and had
scheduled for his tanks and lines to be tested starting Monday morning. I informed
him that the testing is what the City would require him to do. Mr. Love stated
that he would do whatever was necessary to correct any problem he might have. I
then proceeded to MH #15 Wye Map V-10. After obtaining 100% LEL I opened the man-
hole and put out a barricade. I went through the same procedure at the following
manholes after obtaining 100% LEL readings: MH #16 and #20 Wye Map V-10, and MH
#1 Wye Map W-9.

I then checked MH #6 Wye Map X-9. This manhole is where the Campbell St. line con-
nects to the South Creek trunk line. At that point I obtained a 10% LEL reading.
I did not open this manhole since it was in the south bound lane of traffic on Camp-
bell St. I then went to the 500 block of west Crestview St. and checked MH #4 Wye
Map W-9 and obtained a 0% LEL reading. At this time I went to MH #2 Wye Map X-
9 on the South Creek trunk line and obtained a 5-10% LEL. I did not open this man-
hole because I figured that the gasoline was not going to cause a problem in the
trunk line since that reading was a 5-10% LEL, when there was a 100% LEL in the
Campbell St. line. At this point I went back to west McGee St. to check MH's farther
to the west. In MH #2 Wye Map V-9 I obtained 100% LEL. I then removed the manhole
cover and put out a barricade. I next checked MH #3 Wye Map V-9 and obtained 100%
LEL. I did not put out a barricade because I did not have any more, plus I figured
by opening MH #2 Wye Map V-9 it would alleviate the problem since the two manholes
were only 25 ft. apart.

I then returned to the office at 6:15 P.M. and contacted City Utilities Water Depart-
ment to see about obtaining a valve to regulate the water from the fire hydrant.
Mr. Toates said that we should have a valve on the fire hydrant. He also said that
he would meet me at the Water Department at 6:50 P.M.

After obtaining the valve from Mr. Toates I then returned to McGee and Campbell

and placed the valve on the fire hydrant. I again checked the MH's on west McGee
St. and obtained the following readings: MH #1 Wye Map V-9 - 100% LEL; MH #2 Wye

SIGNED

Af (OO — F 30O S. CPnFBeec—



CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF ELLE DATE 13185

DEPARTMENT

1-13-85

Map V-9 - 0% LEL; MH #3 Wye Map V-9 - 100% LEL. MH #3 was not opened previously.
Since I had nc more barricades I would bring one out later and open MH #3. I then
checked the MH's down Campbell St. with the highest readings being MH #15 Wye Map
V-10 at 45% and MH #21 Wye Map W-10 at H407%. The rest of the manholes were down
to 20% or below. The manhole where the Campbell St. line flows into South Creek
trunk sewer (MH #6 Wye Map X-9) I obtained a 0% LEL.

At 8:15 P.M. I then returned to the Water Pollution Office to pick up another bar-
ricade for MH #3 Wye Map V-9. After returning to McGee St. and opening MH #3 I
then proceeded to check all the manholes that I had already opened. MH #3 Wye Map
V-9 was s8till reading 100% LEL. All of the other manholes read 20% LEL or less
except MH #15 Wye Map V-10 and MH #21 Wye Map W-10. These two had a level of 40%
LEL each. I finished for the day at 9:00 P.M,.

(4 hrs.-12:30 A.M. Y hrs.-6:00 A.M. 4 hrs.-10:30 A.M. 4 hrs.-6:00 P.M. - Gene}
(4 hrs.-10:30 A.M. - Randy)

(9 mi. — Vehicle No. 4045)

At approximately 12:30 A.M. I received a page from the Fire Department dispatcher
gstating that the City Service Center had a complaint from a lady at 513 W. McGee
saying that she had 2z very strong odor of gasoline in her house. I called the Fire
Department dispatcher and requested that a Fire Marshal meet me at the above address.
Upon arriving at 513 W. McGee it was discovered that the address was that of an
apartment house. The lady making the complaint did not give an apartment number.
I checked MH's #2 and #3 Wye Map V-9,6 which are directly in front of the apartment
and obtained a 0% LEL reading in each. Fire Marshal Gourley and I decided that
since we obtained a 0% LEL in the line in front of the apartment we were not going
to knock on doors in the middle of the night. I checked MH #1 Wye Map V-9 and still
obtained 100% LEL reading. The remaining manholes were still reading low.

I returned to check the situation at 6:30 A.M. I checked the following manholes
with these results:

MH #3 Wye Map V-9 0% LEL

MH #2 Wye Map V-9 0% LEL

MH #1 Wye Map V-9 100% LEL

MH #15 Wye Map V-10 45% LEL
MH #16 Wye Map V-10 5% LEL

MH #20 Wye Map V-10 0% LEL

MH #23 Wye Map V-10 5% LEL

MH #20 Wye Map W-10 5% LEL

MH #21 Wye Map W-10 35% LEL
MH #1 Wye Map W-9 OZ%LEL

MH #22 Wye Map W-10 10% LEL
MH #6 Wye Map X-9 0% LEL

The reason for the continued high readings in MH #21 Wye Map W-10 was due to the
fact that we could not open the manhole and allow it to vent out. This manhole
was in the 1ine of traffic at the intersection of Broadmoor St. and Campbell Ave.
MH #1 Wye Map V-9 apparently was above the point at which the gasoline was entering
the sanitary sewer and the point at which we were adding water to the sewer.

SIGNED e e e
rto0- 200 S, CompPbe e




CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF FILE

DEPARTMENT

DATE 2-1-85

At 9:00 A.M.

since the lines checked out, then if the

informed him that since his unleaded pump was leaking,
Steve Short (Water Pollution Control In-
also told Mr.

caused the problem that
spector for the City of Springfield)

we experienced.

we talked to Mike Love at the Fina Station and he seemed to think that

tanks are tight then he is cleared. We
thig could have very easily

Love that since the unleaded

pump was leaking that he had a loss of integrity in the system and that would not

clear him.

Karen and I checked the following manholes:

MH #73 Wye Map U-10 0% LEL
MH #72 Wye Map U-10 15% LEL
MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map vV-10 35% LEL
MH #15 Wye Map V-10 15% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 2-3% LEL
(2:00-2:45 P.M. 9 mi. Vehicle No. 2024)

Bob Corson and I went to the Fina Station
Metal Craft,

and he said that he would have the unleaded tank done today.

(Gene & Bob)

and talked to Mr. Max White, Montgomery

He also

was trying to test the regular tank but found a small leak around the regular pump.

He might have to fix the regular pump and then retest.

following manholes:

MH #72 Wye Map U-10 0-5% LEL
MH #14 Wye Map V-10 30-40% LEL
MH #15 Wye Map V-10 .10% LEL

MH #16 Wye Map V-10 0% LEL

MH #20 Wye Map V-10 0% LEL

MH #23 Wye Map V-10 0% LEL

MH #20 Wye Map W-10 0% LEL

MH #21 Wye Map W-10 0% LEL

MH #22 Wye Map W—lO O% LEL

I H | :
This figure converts to 245 g.p.m.
Bince it was turned on.

b4o4s)

1-18-85 (9:00-10:30 A.M. 9 mi. Vehicle No.

Karen checked the following manholes:

SIGNED.._

Bob and I then checked the

Steve Short measured the flow with a pitot meter today and obtained a 3% reading.
The water has been flowing at the same rate

(Karen)

20002360 S. (hmiBeo—
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CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF FTLE DATE 2-1-85

DEPARTMENT.

1-17-85

At this time we went to the Fina Station and found out that a leak had been dis-
covered in the unleaded pump. Mike Love said that they had noticed a loss of 100-
200 gallons in what their records show and what sticking the tanks indicates.

(2:15-3:30 P.M. 9 mi. Vehicle No. 2024) (Gene & Karen)

Karen and I checked M.H. #73 Wye Map U-10 and obtained a 30% LEL reading. We opened
the manhole and put out a barricade. We then checked MH #74 Wye Map U-10 and 0bh-
tained a 0% LEL reading. We then checked the following manholes.

MH #72 Wye Map U-10 10% LEL
MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 10% LEL
MH #15 Wye Map V-10 10% LEL
MH #16 Wye Map V-10 5% LEL
MH #20 Wye Map V-10 10% LEL
MH #23 Wye Map V-10 10% LEL
MH #20 Wye Map W-10 8-9% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 2-3% LEL
MH #22 Wye Map W-10 10% LEL
MH #6 Wye Map X-9 0% LEL

Karen and I then contacted the South Haven Baptist Church to see if they had exper-—
ienced any more problems with a gasoline odor in their building. They explained
that they have not noticed anything. We then went to the Fina Station and talked
to a representative of Love O0il. He explained to us that after discovering the
leak in the unleaded pump when Montgomery went to test the tank, they had turned
on the pump and it was leaking a stream of gasoline as big as his finger. Appar-
ently the O-rings in the pump were bad and they are going to replace them so that
they can test the unleaded tank tomorrow. Karen and I then rechecked MH #73 Wye
Map U-10 and obtained a 0% LEL reading.

I received a complaint from Sherry Barnwell, of the Montessori Learning Center,
420 W. Broadmoor, at 4:00 P.M. stating that she was concerned about the safety of
the students attending her school. I explained to her that there should be no danger
because of the low readings that we were getting in (MH #1 Wye Map W-9) the sewer
line in front of her school. We were getting 0% LEL's. I told her that I would
contact the Fire Marshal to make sure that there was no danger.

I contacted Mike Martin, Fire Marshal, and he also stated that there should be no
danger. I again called Ms. Barnwell and confirmed that there was no danger.

(8:30-9:45 A.M. 9 mi. Vehicle No. 2024) (Karen & Gene)

At approximately 8:25 A.M. I received a complaint from Shear Magic, that they had
a strong gasoline odor in their building. After checking out the complaint we de-
termined that they had a bad seal on their stool. We went to the Anem Pet Emergency
Clinic next door to Shear Magic and they also were having a problem. We checked
inside thedir building and also found a bad seal on their stool.

SIGNED




CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF FILE DATE 1-31-85

DEPARTMENT
Karen and I checked back with Sheryl Ann's and talked to the owner. She was not
aware of any problem, but her assistant knew about the problem. They said that

they first noticed the problem Friday, January 11, 1985 and that the gasoline odor
was strong Saturday, January 12, 1985. They also said that they have had no problem
since then and that they would call if they did.

1-16-85 (9:00-11:30 A.M. 9 mi. Vehicle No. 2024) (Cene & Karen}
Bob Corson (Water Pollution Control Inspector for the City of Springfield) had a

call about gasoline during the evening of January 15, 1985. (See attached memo. )

Karen and T checked the following manholes with these results:

MH #72 Wye Map U-10 0% LEL
MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 20% LEL
MH #15 Wye Map V-10 10% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map v-10 5% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 2-3% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 2-3% LEL
MH #22 Wye Map W-10 0% LEL
MH #6 Wye Map X-9 0% LEL

We then checked MH #73 Wye Map U-10 (This is the first manhole East of Campbell

Ave. in MeGee St.) and obtained a 10% LEL. This manhole had not been opened pre-

viously. We decided to open this manhole when we were back in the afternoon. Karen

and I contacted Pendergraph Auto Service (2018 s. Campbell) to see if they had no-

ticed a2 gasoline odor in their building or if they had any gasoline storage tanks.

They explained that they have had no problem with gasoline odor. They did tell

us that they do have underground tanks but that they have been empty for at least

15 years and that they have been filled with sand. We then contacted the Dragon

Inn (2015 S. Campbell) to see if their problem of gasoline odor was better. They

said that it was a lot better today. We then contacted personnel at the Brown Derby

(2037 S. Campbell) to inquire about any problem with a gasoline odor. The lady

at the Brown Derby said that they had not experienced any problem because they were

on septic tank. Karen and I then contacted Choate Electric (417 W. McGee) and they
said that they have not had a gasoline odor problem in their building, nor do they

have any gasoline storage tanks. We then contacted Martone Automative (419 W. McGee).
They told us they have had no problem with a gasoline odor and they do not have

any gasoline storage tanks. Karen and I contacted Deskin (437 W. McGee) and they
also said that they have not noticed any gasoline odor and that they do not have

any gasoline storage tanks. We contacted Anem Pet Emergency Clinic (2115 5. Camp-
bell) and they said that they were still having a problem with gasoline. We con-
tacted Shear Magic (2115 B. S. Campbell) and found out that they were also having
a gasoline problem. We then contacted Rick's Automotive (2115 S. Campbell) and
they said that they had not noticed any problem and that they did not have any gaso-—
line storage tanks.

SIGNED-oooooooo
262300 S. imfhez.
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CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF FILE DATE 1-31-85

DEPARTMENT

1-15-85

City was not flushing gasoline into the sanitary sewer but was adding water to help
alleviate the problem, she was glad that the problem was not what she had originally
thought.

(10:00-11:15 A.M. 9 mi. Vehicle No. 2024) (Gene & Karen)
Karen and I checked the following manholes:

MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL

MH #14 Wye Map V-10 20-40% LEL
MH #15 Wye Map V-10 10% LEL

MH #16 Wye Map V-10 0% LEL

MH #20 Wye Map V-10 0% LEL

MH #23 Wye Map V-10 0% LEL

MH #20 Wye Map W-10 0% LEL

MH #21 Wye Map W-10 0% LEL

MH #1 Wye Map W-9 0% LEL

MH #22 Wye Map W-10 0% LEL¥*
#(MH #22 Wye Map W-10 - 1id was found closed and the barricade was missing. Since

the reading was down we decided to leave it closed unless the readings come up again)

Karen and I stopped and talked to Mrs. Millie Clark to see if she had experienced
any further gasoline problems. She explained that she had not. She thanked us
for stopping and said she was sorry for causing us any problems. Mrs. Clark told
us the Sheryl Ann's Figure Salon (2307 S. Campbell) also had a problem. We contacted
Sheryl Ann's and the girl explained that the owner would be there in the afternoon
and that we should talk to her.

We then went to the Fina Station and dye traced the sewer line from the station
and found it to be tributary to McGee St. Personnel from Montgomery Metal told
us they were going to retest the unleaded line and do the regular and super unleaded
today.

(3:00-4:00 P.M. 9 mi. Vehicle No. 2024) (Gene & Karen)
Karen and I went to the Fina Station and talked to personnel from Montgomery Metal
and they informed us that all the service lines were tight and that they would begin
tank testing tomorrow. We checked the following manholes:

MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 35% LEL
MH #15 Wye Map V-10 7-8% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 10% LEL
MH #23 Wye Map V-10 2% LEL
MH #20 Wye Map W-10 5% LEL
MH #21 Wye Map W-10 5% LEL
MH #1 Wye Map W-9 0% LEL

MH #22 Wye Map W-10 0% LEL
SIGINEDL e s

ANECC~ 300 S. Co7 0




CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF ... FILE DATE 1-31-85

DEPARTMENT
MH #15 Wye Map V-10 10% LEL
MH #16 Wye Map v-10 0% LEL
MH #20 Wye Map V-10 5% LEL
MH #23 Wye Map V-10 40% LEL*®
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 0% LEL
MH #6 Wye Map X-9 0% LEL

¥(MH #23 Wye Map V-10 had been replaced. Karen and I opened the manhole again and
put out a barricade)

The barricades that were put out to block the flow of traffic,on McGee St., from
driving over our fire hose had been moved. Karen and I replaced the barricades.

(3:00-4:00 P.M. 9 mi. Vehicle No. 2024) (Gene & Karen)

Karen and I returned to the Fina Station and found personnel from Montgomery Metal
Craft testing the unleaded gasoline 1ine. They said that they could find no leak
in the 1line. They will test the other lines tomorrow. Mr. Mike Love, Love 0il
Co., was there and he told us that they would be glad to do whatever they had to
do to take care of the problem. Karen and I checked the following manholes:

MH #2 Wye Map V-9 0% LE1
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 10% LEL
MH #15 Wye Map V-10 5% LEL

MH #16 Wye Map V-10 2-3% LEL
MH #20 Wye Map V-10 0% LEL

MH #23 Wye Map V-10 25% LEL*
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL

MH #22 Wye Map W-10 . 0% LEL

*(MH #23 Wye Map V-10 was again covered up. We removed the cover and put out a
barricade)

I also received a complaint (1-14-85) from Millie Clark (The Candy Shop) about a
gasoline odor in her business in the Camelot Center (2259 S. Campbell). I contacted
Mrg. Clark by phone and she explained to me that they had just moved to their current
address and that they were reworking their plumbing and had their traps disconnected
on Saturday, January 12, 1985. She said that she had called the Fire Marshal to
come out and that he told her that the City was flushing it down. She misunderstood
the Fire Marshal and thought that he meant that the City was flushing gasoline into
the sewer. She explained that she thought about it all weekend and that the more
she thought about the City flushing gasocline into the sewer the more upset she got
about the situation. She told me that she was so mad that she called the Mayor
and her councilman. After I told her what the problem really was, and that the

SIGRED e et e s
AlL80~ 2360 S. Cpmbhece—




CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF = DATE 1-31-85

DEPARTMENT.

1-14-85

At approximately 10:15 A.M. I contacted Randy Lyman, of the City of Springfield
Water Pollution Control office, to see what his feelings were in regard to changing
the peoint at which we were putting water intoc the sewer in order to bring down the
readings in MH #1 Wye Map V-9. We both agreed that this should be done.

The location for adding water to the sewer was changed at approximately 11:30 A.M.
to MH #3 Wye Map V-9. At 12:15 P.M. Randy and I checked the following manholes
with these results:

MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 10% LEL
MH #15 Wye Map V-10 15-20% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 5% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 5% LEL
MH #21 Wye Map W-10 25% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 0% LEL
MH #6 Wye Map X-9 0% LEL

By moving the point at which we were putting extra flow into the sewer, it appeared
to have an immediate effect in dropping the LEL's in the manholes in question.

I again checked the sewer line on South Campbell Ave. at 6:00 P.M. and received
the following readings.

MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 15% LEL
MH #15 Wye Map V-10 5% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 5% LEL
MH #21 Wye Map W=10 0% LEL
MH #1 Wye Map W-9 70% LEL
MH #22 Wye Map W-10 0% LEL
MH #6 Wye Map X-9 0% LEL

(9:30-10:30 A.M. 9 mi. Vehicle No. 2024) (Gene & Karen)
Karen Chandler (Water Pollution Control Inspector for the City of Springfield} and

I went to the Fina Station fo see if Montgomery Metal Craft was working. There
was no one at the station. We checked the following manholes with these results:
MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 15% LEL

SIGNED IO IO e R e —
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CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF FILE DATE 2-1-85

DEPARTMENT.
MH #73 Wye Map U-10 0% LEL
MH #72 Wye Map U-10 0% LEL
MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 15% LEL
MH #15 Wye Map V-10 2-3% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 0% LEL

Karen stopped at the Fina Station and talked to Max White. Max told Karen that
the unleaded tank checked out and that he was going to test the super unleaded today.
Karen checked at Shear Magic (they had called in and complained about gasoline

odor) and could smell gasoline but could not get a reading around their stool be-

cause they had the seal replaced. Karen then checked at the Pet Clinic next door
and they also had gasoline odor in their building. They had not fixed their stool
seal.

(2:15-3:15 P.M. 9 mi. Vehicle No. 4045) (Gene & Karen)

Karen and I went to the Fina Station and talked to Max White. Max stated that it
looked 1ike the super unleaded was going to check ocut all right, but they were going
to fix the regular pump and retest the tank next week. We then checked the following
manholes:

MH #72 Wye Map U-10 0% LEL
MH #14 Wye Map V-10 5-10% LEL
MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL

MH #23 Wye Map V-10 .0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 0% LEL

Karen and I then went and talked to the people at Shear Magic and the Pet Clinic
and they both indicated the &smell was better this afternoon. We then contacted
the people at Starlite Reflections. They said that they have been having a gasoline
odor problem but not today. We checked out their restrooms which appeared to be
all right. We then found a clean out by their restrooms (inside the building) that
had a hole knocked in it. We told them that they needed to fix that as soon as
possible. They indicated that they would.

SIGNED L2 AR LV S G T )
A~(P0 - D360 5. Cpmlbarc




CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF_ ___ FILE DATE 2-4-85

DEPARTMENT
I received a complaint (from Howard Wright - Attorney for the City) that Kathy
McMahan (425 W. Silsby) had called in about gasoline odor in her house. (See at-
tached complaint). I called Mr. McMahan (1:30 P.M.) and he said that he is in
the process of remodeling his bathroom and that all the plumbing was disconnected.
He also said that he had the traps off of his plumbing. He was concerned about

the City flushing gasoline into the sanitary sewer. He said that he had contacted
the Fire Department the day that they had the problem (1-12-85) and that a Fire
Marshal came out. The Fire Marshal told them the City was flushing it down. The
Fire Marshal did not explain that the City was adding extra flow to the sewer in
order to help alleviate the problem. After talking to Mr. McMahan and explaining
what the situation really was he was relieved that the City was not intentionally
flushing gasoline into the sewer.

1-19-85 See attached memo dated 1-22-85 (4 hours - Bob Corson)
1-20-85 See attached memo dated 1-22-85 (4 hours - Bob Corson)

1-21-85 (9:00-9:45 A.M. 9 mi. Vehicle No. 2024) (Gene & Karen)
Karen and I went to the Fina Station and talked fo Max White. He said that they
were going to try and fix the leak in the regular pump tcday and retest the regular
tank tomorrow s8ince it was extremely cold today. Karen and I then checked the
following manholes:

MH #72 Wye Map U-10 0% LEL
MH #14 Wye Map V-10 7-8% LEL
MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 0% LEL

(2:30-3:15 9 mi Vehicle:No. 2024) (Gene & Karen)
Karen and I returned to South Campbell Avenue and checked the following manholes:

MH #72 Wye Map U-10 0% LEL
MH #14 Wye Map V-10 5% LEL
MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 0% LEL

SIGNED_.
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CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF FILE DATE CaalmtB
DEPARTMENT
1-22-85 (9:40-10:25 A.M. 9 mi. Vehicle No. 2024) (Gene & Karen)

Karen and I checked the following manholes:

MH #72 Wye Map U-10 0% LEL
MH #14 Wye Map V-10 0% LEL
MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL

We stopped at the Fina Station and talked to Max White. Max was in the process
of retesting the regular tank.

(1:45-2:30 P.M. 9 mi. Vehicle No. 2024) (Karen)

MH #72 Wye Map U-10 0% LEL
MH #14 Wye Map V-10 0% LEL
MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL

MH #22 Wye Map W-10 0% LEL

Karen stopped and talked to-Max White at the Fina Station and he said that it looked
like the regular tank was going to pass. Karen asked Max to have Mr. Joe Montgomery
gend this ofifice a copy of all test results.

1-23-85 (10:45-12:00 9 mi. Vehicle No. 2024) (Gene & Karen)
We turned off the fire hose, which was being used to add extra flow to the sanitary
sewer, at 11:00 A.M. The .following manholes were checked after the water was turned

off:

MH #72 Wye Map U-10 0% LEL
MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 0% LEL
MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 0% LEL

SIGNED.. G
too-3300 S. CimPherl
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CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF .. FILE DATE 2-4-85

DEPARTMENT

1-24-85

MH #1 Wye Map W-9 was closed at 11:35 A.M.
MH #73 Wye Map U-10 was closed at 11:45 A.M. after a 0% LEL reading was obtained.

The Fina Station opened today after having completed all their testing and found
their system to be tight.

(2:15-3:15 P.M. 9 mi. Vehicle No. 2024) (Gene)

I went to the Fina Station and talked to Keith White, Station Manager, to see if
they were experiencing any problems. He said that they were not. I told Mr. White
that we were getting 0% LEL's in the sanitary sewer. I had already checked the
following manholes before talking to Mr. White:

MH #2 Wye Map V-9 0% LEL
MH #1 Wye Map V-9 0% LEL
MH #72 Wye Map U-10 0% LEL
MH #14 Wye Map V-10 0% LEL
MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map v-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map wW-10 0% LEL
MH #1 Wye Map W-9 0% LEL
MH #22 Wye Map W-10 0% LEL

I then went to South Haven Baptist Church to advise them that they should check
out their floor drains in their furnace rooms to make sure they were properly
trapped. Their maintenance man was not there, so I left my phone number for him
to call.

(1:15-2:15 P.M. 9 mi. Vehicle No. 2024) (Gene & Karen)
Karen and I checked the following manholes:

MH #1 Wye Map V-9 . 0% LEL
MH #72 Wye Map U-10 0% LEL
MH #14 Wye Map V-10 0% LEL

MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL

MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #22 Wye Map W-10 0% LEL

Since we were not experiencing any problem, we closed MH #16, #20 & #23 Wye Map
V-10 between 1:45 P.M. and 2:00 P.M.

SIGNED




CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF ___ FILE DATE 2-4-85

DEPARTMENT

1-25-85

1-26-85
1-27-85

1-28-85

1-29-85

Karen and I also contacted the Pet Clinic and Shear Magic and they both told us
that they were not having any problems with gasoline odor.

(8:30-9:15 A.M. 9 mi. Vehicle No. 2024) (Gene & Karen)

Karen and I stopped by the Fina Station and told Mike Love that it 1looked 1like
we were in good shape and that we were not getting any readings with our explosion
meter when checking the sewer line. We then checked the following manholes:

MH #1 Wye Map V-9 0% LEL
MH #14 Wye Map V-10 0% LEL
MH #T72 Wye Map U-10 0% LEL
MH #15 Wye Map V-10 0% LEL
MH #16 Wye Map V-10 0% LEL
MH #20 Wye Map V-10 0% LEL
MH #23 Wye Map V-10 0% LEL
MH #20 Wye Map W-10 0% LEL
MH #21 Wye Map W-10 0% LEL
MH #22 Wye Map W-10 0% LEL

(1:30-2:15 P.M. 9 mi. Vehicle No. 2024) (Gene & Karen)

Karen and I checked the following manholes and obtained a 0% LEL reading with our
explosion meter: Wye Map V-10 MH's #14, #15, #16, #20 & #23 Wye Map W-10 MH's
#20 & #22.

Weekend - Problem seemed to be under control.
Did not check manholes.

(9:30-10:30 A.M. 9 mi. Vehicle No. 2024) (Gene & Karen)

Karen and I checked the following manholes and obtained a 0% LEL reading with our
explosion meter: Wye Map V-9 MH #1, Wye Map V-10 MH's #14, #15, #20 & #23, Wye
Map W-10 MH's #20 & #22.

We closed MH #1 Wye Map V-9, MH's #14 & #15 Wye Map V-10 between 9:45 A.M. and
10:00 A.M. MH #72 Wye Map U-10 was left open because of lack of sgpace in our truck
to carry any more barricades. We will cose it this afternoon.

(2:00-3:00 P.M. 9 mi. Vehicle No. 2024) (Karen)

Karen obtained a 0% LEL reading in the following manholes: Wye Map U-10 MH #72,
Wye Map V-10 MH's #14, #15, #20 & 23, Wye Map W-10 MH's #20, #21 & #22. Karen
cloged MH #72 Wye Map U-10 at 2:15 P.M. The only manhole that is still open is
MH #20 Wye Map W-10 (in front of South Haven Baptist Church) since the cover is
under about 2 ft. of snow. This manhole is in the parkway and when the snow melts,
we will close it also.

(9:30-10:15 A.M. 9 mi. Vehicle No. 2024) (Gene & Karen)

Karen and I checked the following manholes and obtained a 0% LEL reading: Wye
Map U-10 MH #72, Wye Map V-10 MH'es #14, #15, #20 & #23, Wye Map W-10 MH's #20 &
& #22. We also stopped and talked to Mr. Keith White, Fina Station Manager, and
informed him that we seemed to be in good shape.

SIGNEDES = e Fren Ju e il i e B
20002300 5. ComMPre




CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF. FILE DATE____ 274-85

DEPARTMENT

Since we have been obtaining 0% LEL readings in all manholes for a full week, we
are going to discontinue day monitoring and switch to an occasional check of the
area unless a problem arises.

SIGNED ,ﬁcbq Q@“\JM%

Hoo-F2po 5 Comblsil



CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF.._Gene Fabst : DATE__ 1-17-85

DEPARTMENT____ S & E

Subject - Gasoline Odor Complaint

On Tuesday, January 15, 1985, at 6:45 p.m. I received a pager call from Fire Mar-
shall Gourley indicating he had received a complaint from the Dragon Inn, 2015
5. Campbell, of gasoline ocdors in their restrooms. At the time of his wvisit he

recorded 35% LEL around the stool base in the men's restroom.

I arrived at approximately 7:15 p.m. and took a reading of the atmosphere in man-
hole T2, wye map U-10, which is the first manhole downetream of the Dragon Inn.
This reading was 85% LEL. I removed the manhole cover and placed barricades over

the site to ventilate the manhole.

In addition, I contacted the night manager of the Dragon Inn and took readings
in the restrooms. These indicated 0% LEL. I then checked manhole 72 again after

15 minutes and got a reading of 10% LEL.

In conversgation with the Dragon Inn manager, she indicated that they had been

smelling gasoline since Saturday.
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-éob Corson
Water Pollution Control Inspector III
SIGNED._ surveillance & Enforcement .
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INTER-OFFICE MEMORANDUM

e
CITY OF SPRINGFIELD SN 91 1985

ATTENTION Bob Schaefer DATE January 15, 1985

DEPARTMENT Sanitary Services

Re: Complaint of Kathy McMahan concerning flushing of gasoline on South Campbell
in sanitary sewer system.

I received a complaint on January 14, 1985, from Kathy McMahan, 425 West Silsby,
Springfield, MO 65807, concerning an incident that occurred on Saturday,
January 12, 1985. The particular incident involved a new gasoline service sta-
tion two blocks south of the Bass Pro Shop on the west side of South Campbell.
Apparently, there was some sort of gas spill on Saturday which required the
gasoline to be flushed by various individuals. Some of the gasoline was washed
into the City sanitary sewer system causing gasoline fumes to back up into the
McMahan house. Since Mrs. McMahan happen to contact me by telephone and was
simply making a complaint in general concerning whether or not the City followed
proper procedures in this matter, I informed her that I would simply write you
and provide you with the information and let you contact her concerning the pro-
cedures and whether or not they were proper. She informed me that she's not
making any claim against the City, but simply was concerned about the process
and wanted City officials and administrators to be aware of the fact that she
was asleep in her home on Saturday and awakened to the problem of gas fumes
coming into the house. As a consequence, she left the house Saturday and Sunday
and stayed with some relatives or friends. It may be that this is the only way
to deal with gasoline spills, but in light of her complaint I wanted you to have
the information. I informed her that someone would at Teast look into the
matter. Her phone number is 882-3139.

HCW/dc

Signed: }Vii;ﬂ%?ﬁxaéﬁasﬁl;_ _/tf;;%gégfféi;ﬁgiga————*
//Hdward C. Wright, Jr. A
City Attorney

2000-9300 5. Cmpbere



ATTENTION OF

DEPARTMENT.

Gene Pabst

CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

Surveillance & Enforcement

DATE 1-22-85

Subject - Gasoline odors, 2000 block S. Campbell

On Saturday,

Manhole number

#72
#1h

January 19,

1985 and again on Sunday, January 20, 1985 I
atmogpheric readings of the following manholes in the area.

took routine

Site, manhole

Wye map number numbe
U-10 #1
v-10 #2

! 73
! #h
" #5
! #6
w-10 #7
w-9 #8
W-10 #9

The results of this testing are as follows:

Saturday - 11:30 A.M.

Site #

#1
#2
#3
#4
#5
#6
#7
#8
79

Result

0
5
5]
0
0
0
0
0
0

L.E.L.

Site #

SIGNED

Sunday - 2:30 P.

Result

3 L.E.L.
0 it

3 "

8 1

5 "

0 "

Ay

3 "

5 "

~

=7
{
Bob Corson
Water_ Pallution. Control__

Surveillance & Enforceme

DeBO—P 300 Z-

r
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Inspector IIT
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TBNK 0P 10 QradB® .eeeiiieeiiieaeeiae e e i full tank (16 or 17) involved product per °F |
Extend hose on suction tube 8" or more [
DEIOW EANK 10 .+ veeerinenneraneeroemrarinnssnsanns ; b 25. 3. 7485¢664) - Sie = ot TP e e iR This is ‘
S volume change per °F (24) Digits per °F in test Volume change per digit. test i
If Filt pipe extands above grade, use top of fill. Range (23) Compute to 4 decimal places.  factor (a) *
TS "oy 30. HvorostaTie || 31. 3 34, 30.NE1 vurame | 33. E
YOLUME MEASUREMENTS (W) TEMPERATURE COMPENSATION ACCUMULATED ;
LBG:OF-TESE ERAGRIUAES FAESSURE RECORD 10 .001 BAL. USE FACTOR (2} S CHANGE |
l}
21. 2B, 29, Standpipe Lavel . : 35. 36. 31 Temperature AL High Level racard i
0ATE Record details of satting up Readi mi"p;z:h'.'" 2 'gfadduu:::tm R lP mddu T Change Camp Adjusimant Iﬂ;l En:? fucts
and running test. (Use full Vo S R c M) ?.',::,',:I tm: -t g‘ :m‘-:!. 5 Voluma Minus I e Level camputo
e tength of line if neaded.) of which Befors Aftar Product Reeding {e) Cngltlcltiun - EEE:{',?;?U‘:(U;P Change per Hoar
{26 hr) fleading | Restorad Ruading fRasding Recoverad {+) : #33(V) — #3NT) (NFPA criteria)
Dgig | Ormorht p A S p SoepPil
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20 $ 142,01 42 |. 41 LM1) |+o000 | 106 |47 [+.083 |~ 08%
1235 ey 2 1 O S S L$20 v+ 00% [ Fi2 [ +6 [+, 07) |~ 062
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1305 2y Lo fono e [ 939 (014 12¢ | +4 |+.048& |- 631
1220 422 | 42 | .439 | 458 |+ 016 1928 |+ & [+.060 |- 04y :
1325 | Lo A terbyne Ko 13" 7
1335 ' 5 I3 - A |
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Namae of Supplier, Ownar or Dealer Addriss No. and Stiaet(s) . = Cﬂf State Dategof Test
ﬂ Fram

15. TANK TO TESTH ﬁ U
N A Frhe pt 3

16. CAPACITY

Nominal Capacity_ {0, 0 O O

By most accurate

ldonliﬁ’bv pusiuun

7 Brand ond Grade

Gallons

Is there doubt as to True Capacity ? l:]

capacity chart available

[0 575

Station Chart

[} Tank Manufacturer's Chart

Galloas

[_J Company Engineering Dat»
G Charts supplied with peiro Tlfe

See Section “DETERMINING TANK CAPACITY” ] omer il
A Stick Readings Total Gallons
17. FILL-UP FU'R TEST to % in. Gallons eo. Reading
Stick Water Bottom
before Fill-up Lo inventory i20 las 75
to Va In. Gallons
2"-952')-\. ‘7‘3’ otz * =
Flli up, STICK BEFORE AND AFTER EACH COMPARTMENT DROP QR EACH METERED DELIVERY QUANTITY : i
Ga A A ity o) 5
g F

Tank Diameter ! 24

Product in full tank (up to fill pipe)

18. SPECIAL CONDITIONS AND PROCEDURES TO TEST THIS TANK

JEBS APL

(:7- ~p v 7 r}.r

O0BS Sawple Tewp,

ch$ 9

P?OF

VAPOR RECOVERY SYSTEM

8
]
% %: See manual sactions applicable, Chack balow and record procedure in fog (26).
> :g B ’"gr—r-ct,t'-t,J APl 6rav.f‘r ‘QOF _&_&_L_I___ DStagei
% ;E D Water in tank D High water table in tank excavation [:| Line(s) being tested with LVLLT T D Stage Il
2 B
m
21. TEMPERATURE/VOLUME FACTOR (a) TD TEST THIS TANK
1. ¥é¥¥£§%ﬂj§5yENTs FOR Is Today Warmer? { | Colder? [ 1 ___.°F Praduct in Tank — " F  Fill-up Product on Truck . F Expected Change ( + or - )
-
% 5 3 1 1 .
Bnon o M 10 O sk 22.  Thermal-Sensor reading after circulation g4 4%a "]l 3 / 4 l)" °F
Add 30" ford"L ........ooiennns i digits Naarest
Add 24" for 3" L or air seal ....... i 23. Digits per °F in range of expected change_g.L__B
digits
Total tubing to assemble Appraximate oAl L RS i
24, Q = _7.46134% galions
20. EXTENSION HOSE SETTING }’2 e total quantity in coefficlent of expansion for volume change in this tank
Tanktop to grade™ ... .....oooiiiiiiiieiiiiiiiia ___m_ full tank (16 or 17) involved product per °F
Extend hose on suction tube 6" or more
BElOW tANK TOP . .eviv ot iieiie i e Y 25. .00} & ‘,\} - 323 - 021 f! 7 Z: This is
) volume change per o (24) Digits per °F in test Volume change per digit. test
“If Fill pipe extends above grade, use top of fill, 3 Range (23) Compute to 4 declmal places.  factor (a8}
2 o e 30.  wwoRosTamc | 31 YOLUME MEASUREMENTS (1 3. TEMPERATURE COMPENSATION 38. ner vowume |33 o aren
0 R CHANGES
CONTROL RECORD TO 081 GAL. USE FACTOR (a) EACH READING CHANGE
2 28 129 Standpips Leval 32 i 35 36. 137 Temperature || At High Lavel record
: . : 5 ; : Prod 4 : : ; :
DATE Record details of sstting up Reading in Inches E':‘;u":"." Hl;::::?_] Change Computation Adjustmant Total End Deflection
and running tast. (Use full w | Thermal Higher + | (¢} x fa} = Volume Minus
length of line if needed.) Baginning | Levelto Senaor Lower — Expansion + Expansion { +) or || A Low Level compute
TIME g g of which Balora After Product Reading {c} -Contraction ~ Contraction {-) Changa per Hour
(24 he) Reading Restored Reading Reading Recovered [ + #33(V) — #37(T) (NFPA critarla)
\-. > -
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Februassy 1, 1985

Certifiled No. PO4 5037053

Mr. Tommy G. Love, Pragident
Love 0il Company

1308 :W. Chagme St
Springfield, HO 65803

Dear Mr. Love,

On Saturday, January 12, 1985, personnel from the City of Springfield's Water
Poliution Control 8ection, Surveillance and Enforcement Branch, responded to
what appeared to be a gasclline @plil into the aanitary sewer. The gasoline
was traced to your Fina Station at the interseciion of MeGoe Street and Campbell
Avenue., At the request of the City of Springfield you tested your underground
storage tanks and service iines and found a leak in the regular pump.

Chapter 30, Sec. 30-61 of the Springfield C€ity Code, providen for the recovery
of the coste involved in the abatement of a violation under emergency condi-
tions. By means of a copy of thip letter, these custe are being certified
to the Director of Pinance as true and accurate coste incurred by the City
of Springfield,

Attaghed to thie letter 18 a detalled explanation of the costs incurred by
the Water Polliution Control &Section in abating the above mentioned problenm
from Jenuary 12, 198% thru Januery 29, 1985, Payment of these costa should
be made tc the City of Springfield and ment to:

City of Springfield

ity Hall, Room 230

830 Boonville

Springfield, MO 65802

Attention: Mr, Robert R, Schaefer

Dug te the nature of the problem, further action mey be required to probect
the health, 1ife and property of thoge affected., If any further coatz are
incurraed by the City of Springfield, these costs will be passed on to you.

If you have any questions, please feel free to call at B64-1924,
Youra &

'DY!
. 0/2E5€p__—

Gene Pabat
Water Pollution Control Inspector III
Surveillance & Enforcement

¢¢: Mr, Pred Fantauzzi, Director of Pinance

Mr. Robert R. SBchaefer, P.E., Supt. of Sanitary Serv.
Mr. Henry Cole, P.B., Sanitary Engineer

2lop) —A300 S . C\M/’W'
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@ SENDER: Complete items 1, 2. and 3, b bmé?
p Add your address in the "RETURN TO" spaca on
&.F. reverse

1. The following service is requested (check one).
&l Show to wham and date delivered. . SN
C} Show to whom, date, and address of delwery FEa

" RESTRICTED DELIVERY.
3Show to whom and date delivered ... .. ... ... L

0 RESTRICTED DELIVERY
Show to whom, date, and address of delivery..$

{CONSULT POSTMASTER FOR FEES)
2. ARTICLE ADDRESSED TO:

Tommy G. Love, Preaident
Love 0il Co.

1308 W. Chase S8t., Spfd. MO 65803

3. ARTICLE DESCRIPTION:
REGISTERED NO. | CERTIFIED NO,

PO4 9037053

INSURED NO.

(Always obtain signature of addressee or agent)

| have received the article described above,

SIGNATURE [0 Addressee [0 Authorized agent
N B
B AT

TE OF QELIVERY —_( /- BOSTMAIK

5. ADDRESS(complete only it requesfo:ﬂ_ .‘ »

6. UNABLE TO DELIVER BECAUSE:; CLERK'S

JIVIN 031410430 ANY.A3YNSNI '3HILSIDIH 1413034 NHNL3IH

(\II IALS

YrGPO: 1977 —0—249-505

P04 9027053
RECEIPT FOR CERT'FIED MAIL

NO INSURANCE COVERAGE PROVIDED—
NOT FOR INTERNATIONAL MAIL
(See Reverse)

SENTTO
Tommy G. Love, Love 01l Cg
STREET AND NO

1308 W. Chase St.
P.0., STATE AND ZiP GODE

Springfield, MO 65803

POSTAGE 3
CERTIFIED FEE c
wa
w SPECIAL DELIVERY ¢
= RESTRICTED DELIVERY P
z
= | oo | wa | SHOW TOWHOM AND T
[ B9 | &2 | DATE DELIVERED
W= =
ZE|E .
= |G| B ] SHOW TOWHOM, DATE
[l ke & AND ABDRESS OF c
= | 2| & | DELIVERY
o Slw o
H S| 2| SHOW TO WHOM AND DATE
S 5 | =| DELIVERED WITH RESTRICTED (s
£ s | =] otLveny
S E SHOW TO WHOM, DATE AND
e | ADDRESS OF DELIVERY WITH ©
RESTHICTED DEL IVERY
TOTAL POSTAGE AND FEES $

POSTMARK OR DATE

{ PS5 Form 3800, Apr. 1976



Materials U

Wat Usod:

{Water was used at a rate of 245 g.p.m.)

Date_ Eime _Gallons Pex Day
i-12-88 2:30 P.M, <« 12:00 Hidnight 139,650
1-13-85% 24 hee, 352,800
1~14~85 24 hre. 352,800
1=15~85 2% hre. 352,800
1~16-85 24 hra. 352,800
1-17-85 28 hre. 352,800
11885 24 nva. 352,800
1~19-8% 24 hra. 352,800
1-20-85 24 nre. 352,800
12185 24 nre. 352,800
1~22--85 24 hra, 352,800
1~23-8 12:00 Midnight -~ 11:00 A. M 161,100
Totals 15,630 minutas x 24% g.p.m. = 3,829.350 gailone

Hater:

Sewez:

Haterigis Costa:

The firat 600 ¢.c.f. costs $538.90.

ig §.39 per c.c.l.

5119 c»caru
ko 600 cacnfn

w § 538w50

4519 ¢.o.fe x 8.39 = S1762.41

82300,91 Total cogt of wator uesed

Bawer is charged at §.51 per e¢.¢.f.

5119

X 8.51

szﬁla.ﬁg Total cost of sower
Total HMaterialg Cngtg
NSRRI And

Byary c.c.f. thereaftes

{82,300,91 + 82,610.69) 84,911.60

FLUb- 230 5-

Compbere



Porsonnel Houre & Equipment Mileage:

Gene Randy Earen Eob Vehicle Vahicls

Date Pabst Lyman Chandier Corgon Ho, 2024 %u, 4045
. 1"’12‘“ 5 9&0 . a;ﬁ

1-13-85% 16.0 ' 4.0 2.0

1-15-85 2,0 2.0 2.0

1-15-85 2,28 2.25 2.29

1-16-85 375 3.75 3.75%

11785 2.0 1,85% +15 2.0

1-18-85 1.0 2.5 245

1"“19“‘85 nsﬂ

1=20-65 4.0

1""21"‘85 1-5 3-1-5 1&5

1*22"‘85 QTS 1:.5 1;5

1~23-88 2.25 1.25 a.8%

1=2h-~05 1.8 i:0 1.0

1"’25"85 d 1-5 115 1«5

1-26-85

1-27-85

1-28-8% 1,48 2.0 2.0

1-22—85 Pl 15 _

Totals Wi, 75 5,0 21,25 8.7 20.50 12,50

Pergsonnel Copig:

Name Hours Worked x Hourly Rate {Durden Hate) = Cogt

Gene Pabat 4h .75 ® 18.14% = 3811.77

Randy Lyman 5.0 = 16.14 = § 72.56

Karen Chandler 21.2% z 15.13 = $321,5%1

Boh Corson B.75 x 18,24 = 8158.73

Total PErgonnel Costo $1,364.57

Qo0 ~ D307 S CYmbbEzi—



nt Conteg:

Vehiclg Ho. Totel Hourg Used x ca = Cont
2024 Bl ; 20.50 x - 85.70 e $116.85
4045 12.50 x 35.70 = 71.25
Tataln 33.00 = §188.10
Total Bouipment Coste 818_8.;;0

20'1‘& 90828

Hateriale: Water 52,300.91

Sawer 82,610.69
Pergonnel 51,364,587
Equipment .. 818800

Total Cost 86,464, 27



